
ADDENDUM #1

To the Drawings and Specifications for:

BWC Com/Elec Room A/C Project
State of Ohio – Bureau of Workers’ Compensation
30 West Spring Street
Columbus, Ohio  Franklin County
Project No.  B03011

DATE: July 29, 2003

TO ALL BIDDERS

This Addendum supplements and amends the original Drawings and Specifications, and shall
be taken into account in preparing bids for the proposed work and shall become part of the
Contract Documents.  Bidders shall acknowledge receipt of this addendum as provided for in
the Bid Form.  No other communication, whether oral or written shall be taken as a modification
to the Contract Documents except as provided herein as follows:

SPECIFICATIONS:

Item #1: Section 15510, Hydronic Piping, Add Section 2.10, Automatic Flow Control
Valves:  The Automatic Flow Control Valves shall be factory set to a rated flow,
and shall automatically control the flow to within 10% of the rated value over a
40 to 1 differential pressure.  Acceptable manufacturers: Hays Fluid Controls or
Griswold Valves.

Item #2: Section 15510, Hydronic Piping, Section 2.1 Chilled Water Piping, Paragraph
A. Steel Piping, Victaulic Fittings are acceptable at joints and fittings.

Item #3: Section 15515, Hydronic Specialties, Section 2.1, Diaphragm-Type Expansion
Tanks:  Add to acceptable manufacturers, “c. Taco.”

Item #4: Section 15515, Hydronic Specialties, Section 2.2, Air Vents:  Add to
acceptable manufacturers, “d. Taco.”

Item #5: Section 15515, Hydronic Specialties, Section 2.1, Relief Valves:  Add to
acceptable manufacturers, “c. Taco.”

Item #6: Section 15540, HVAC Pumps, Section 2.1, Base Mounted Pumps:  Add to
acceptable manufacturers, “d. Taco.”

Item #7: Section 15761, Fan/Coil Units, Section 2.1, Horizontal and Vertical Fan/Coil
Units:  Add to acceptable manufacturers, “d. Airtherm.”

Item #8: Section 15910, Ductwork Accessories, Section 2.3, Fire Dampers:  Add to
acceptable manufacturers, “4. Pottorff.” And “5. Air Balance.”

Item #9: Section 15910, Ductwork Accessories, Section 2.5, Volume Control Dampers:
Add to acceptable manufacturers, “4. Arrow-United.” And “5. Air Balance.” And
“6. Louvers and Dampers.”

Item #10: Section 15940, Air Outlets and Inlets, Section 2.1, Manufacturers:  Add to
acceptable manufacturers, “D. Anemostat.” And “E. Price.”

Item #11: Section 16111, Conduit, Section 2.1, Conduit Requirements, Revise paragraph
B to read as follows, “Use Electrical Metallic Tubing (EMT).
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DRAWINGS:

Item #12: Sheet HD1, Add note 2 to the General Notes as follows: “The demolition work
indicated on sheet HD1 for each level shall be included with the appropriate
level new construction work.  (ie. Demolition work for Level 3 shall be included
with Level 3 new work as part of Alternate H2 and Demolition work for Level 4
shall be included with the Level 4 new work as part of Alternate H3,..etc.)

Item #13: Sheet E1, Delete Coded Note #4, it does not apply.

Item #14: Sheet E1, “PARTIAL RISER DIAGRAM – FAN COIL UNITS (FCU) – ALL
LEVELS”, The contractors may substitute Combination Motor Starters for the
separate starters and disconnects.  Note:  The 120V. emergency generator
power circuit will be required for power to the DDC panel.

END OF ADDENDUM #1


